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175-DF-2906-A-004-A Hallway (Resource Room) 8/25/2021 08/26/2021 A1H0836-05 Lead ND 0.2 15 ppb

175-DF-2916-A-004-A Hallway (Resource Room) 8/25/2021 08/26/2021 A1H0836-06 Lead ND 0.2 15 ppb

175-DF-2893-A-004-A Hallway (Resource Room) 8/25/2021 08/26/2021 A1H0836-07 Lead ND 0.2 15 ppb

175-DF-2953-N/A-004-A Staff Room 8/25/2021 08/26/2021 A1H0836-08 Lead 2.20 0.2 15 ppb

175-DF-5799-N/A-004-A Kitchen 8/25/2021 08/26/2021 A1H0836-09 Lead 0.257 0.2 15 ppb

Portland Public Schools

Lead Water Sampling Results

Initial Flush Sample Data

Rosa Parks Elementary - Test 4

*OHA Action Level = 15ppb
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