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220-DF5236-A-005-A Hallway (Office) 4/8/2022 4/12/2022 A2D0349-07 Lead ND 0.2 15 ppb

220-DF5268-A-005-A Hallway (Wellness Center) 4/8/2022 4/12/2022 A2D0349-01 Lead ND 0.2 15 ppb

220-DF5273-A-005-A Hallway (Mech B-31) 4/8/2022 4/12/2022 A2D0349-05 Lead ND 0.2 15 ppb

220-DF5286-A-005-A Cafeteria 4/8/2022 4/12/2022 A2D0349-03 Lead ND 0.2 15 ppb

220-DF5351-A-005-A Hallway (Nursing Room) 4/8/2022 4/12/2022 A2D0349-10 Lead ND 0.2 15 ppb

220-DF5357-A-005-A Hallway (C-55) 4/8/2022 4/12/2022 A2D0349-13 Lead ND 0.2 15 ppb

220-DF6102-N/A-005-A Staff Room 4/8/2022 4/12/2022 A2D0349-02 Lead 0.506 0.2 15 ppb

220-DF6103-N/A-005-A Kitchen 4/8/2022 4/12/2022 A2D0349-04 Lead 1.20 0.2 15 ppb

220-DF6106-N/A-005-A Office Staff Room 4/8/2022 4/12/2022 A2D0349-08 Lead 0.745 0.2 15 ppb

220-DF6107-N/A-005-A Staff Room B-51 4/8/2022 4/12/2022 A2D0349-06 Lead 4.69 0.2 15 ppb

220-DF6109-N/A-005-A Staff Room 4/8/2022 4/12/2022 A2D0349-09 Lead 2.18 0.2 15 ppb

220-DF6110-N/A-005-A Nursing Classroom 4/8/2022 4/12/2022 A2D0349-11 Lead 0.908 0.2 15 ppb

220-DF6111-N/A-005-A Dental Classroom 4/8/2022 4/12/2022 A2D0349-12 Lead 0.454 0.2 15 ppb
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