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297-DF-1172-A-004-A Hallway (Office) 4/6/2022 4/12/2022 A2D0236-01 Lead ND 0.2 15 ppb

297-DF-1184-A-004-A Hallway (Classroom 20) 4/6/2022 4/12/2022 A2D0236-02 Lead ND 0.2 15 ppb

297-DF-1180-A-004-A Hallway (Classroom 1) 4/6/2022 4/12/2022 A2D0236-03 Lead ND 0.2 15 ppb

297-DF-6194-N/A-004-A Kitchen 4/6/2022 4/12/2022 A2D0236-04 Lead 0.225 0.2 15 ppb

297-DF-1165-A-004-A Cafeteria 4/6/2022 4/12/2022 A2D0236-05 Lead ND 0.2 15 ppb

297-DF-6191-A-004-A Hallway (Classroom 108) 4/6/2022 4/12/2022 A2D0236-06 Lead ND 0.2 15 ppb

297-DF-1185-A-004-A Hallway (Classroom 9) 4/6/2022 4/12/2022 A2D0236-07 Lead ND 0.2 15 ppb

297-DF-6192-N/A-004-A Health Room 4/6/2022 4/12/2022 A2D0236-08 Lead 0.636 0.2 15 ppb
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*OHA Action Level = 15ppb
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