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239-DF-6018-N/A-004-A Kitchen 12/10/2021 12/23/2021 A1L0432-10RE1 Lead ND 0.2 15 ppb

239-DF-1370-A-004-A Hallway (Classroom 1) 12/10/2021 12/21/2021 A1L0432-11 Lead 1.97 0.2 15 ppb

239-DF-1373-A-004-A Hallway (Library) 12/10/2021 12/21/2021 A1L0432-12 Lead ND 0.2 15 ppb

239-DF-1138-A-004-A Hallway (Kindergarten 8) 12/10/2021 12/21/2021 A1L0432-13 Lead ND 0.2 15 ppb

239-DF-1374-A-004-A Hallway (Classroom 27) 12/10/2021 12/21/2021 A1L0432-14 Lead ND 0.2 15 ppb

239-DF-1376-A-004-A Hallway (Computer Lab) 12/10/2021 12/21/2021 A1L0432-15 Lead ND 0.2 15 ppb
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*OHA Action Level = 15ppb
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