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132-DF-6057-N/A-004-A Office 1/7/2022 1/25/2022 A2A0362-57 Lead 0.844 0.2 15 ppb

132-DF-3546-A-004-A Hallway (Classroom 1) 1/7/2022 1/13/2022 A2A0362-58RE1 Lead ND 0.2 15 ppb

132-DF-3542-A-004-A Hallway (Boiler Room) 1/7/2022 1/13/2022 A2A0362-59RE1 Lead ND 0.2 15 ppb

132-DF-3545-A-004-A Cafeteria 1/7/2022 1/13/2022 A2A0362-60RE1 Lead ND 0.2 15 ppb

132-DF-6059-A-004-A Gymnasium 1/7/2022 1/13/2022 A2A0362-61RE1 Lead ND 0.2 15 ppb

132-DF-6054-N/A-004-A Staff Room 1/7/2022 1/13/2022 A2A0362-62RE1 Lead 0.900 0.2 15 ppb

132-DF-6053-N/A-004-A Kitchen 1/7/2022 1/13/2022 A2A0362-63RE1 Lead ND 0.2 15 ppb

132-DF-6056-A-004-A Hallway (1st Grade) 1/7/2022 1/13/2022 A2A0362-64RE1 Lead ND 0.2 15 ppb

132-DF-6058-A-004-A Hallway (Kindergarten) 1/7/2022 1/18/2022 A2A0362-65 Lead ND 0.2 15 ppb

132-DF-3558-A-004-A Hallway (2nd Floor) 1/7/2022 1/18/2022 A2A0362-66 Lead ND 0.2 15 ppb

132-DF-6055-N/A-004-A SES Classroom 1/7/2022 1/18/2022 A2A0362-67 Lead 0.636 0.2 15 ppb

132-DF-6060-A-004-A Annex (Lobby) 1/7/2022 1/18/2022 A2A0362-68 Lead ND 0.2 15 ppb
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*OHA Action Level = 15ppb

Analyzed by: Apex Laboratories
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